
NSLS Radiation Interlock Status Report

Interlock Interlock Status Last Test Date
DUE DATE

This report includes the test status of "Active" and "Inactive"  radiological interlock systems.   Only Active systems require 

periodic testing.    Inactive systems have appropriate safeguards in place and do not require testing unless system is placed 

back into service and safeguards are removed.

(Tests are due the last day of the month)Safety Shutter Status

X14B INACTIVE Jan/20067/25/2005Locked/Tagged

U14B INACTIVE Jul/20061/5/2006Locked/Tagged

X23B INACTIVE Feb/20118/16/2010Locked/Tagged

X15A ACTIVE Apr/201210/17/2011Normal

X15B ACTIVE Apr/201210/17/2011Normal

X16A ACTIVE Apr/201210/17/2011Normal

X16B ACTIVE Apr/201210/17/2011Normal

X16C ACTIVE Apr/201210/17/2011Normal

X20B ACTIVE Apr/201210/17/2011Normal

X20C ACTIVE Apr/201210/17/2011Normal

X21A1 ACTIVE Apr/201210/17/2011Normal

X25A ACTIVE Apr/201210/17/2011Normal

X04A ACTIVE May/201211/7/2011Normal

X04C ACTIVE May/201211/7/2011Normal

X08C ACTIVE May/201211/7/2011Normal

X19A ACTIVE May/201211/7/2011Normal

X19C ACTIVE May/201211/7/2011Normal

X23A2 ACTIVE May/201211/7/2011Normal

X24A ACTIVE May/201211/7/2011Normal

X26C ACTIVE May/201211/7/2011Normal

X28B ACTIVE May/201211/7/2011Normal

X28C ACTIVE May/201211/7/2011Normal

SDL ACTIVE May/201211/8/2011N/A

LINAC ACTIVE May/201211/28/2011N/A

X21A3 ACTIVE May/201211/28/2011Normal

VUV ACTIVE May/201211/29/2011Normal

XRAY ACTIVE May/201211/30/2011Normal

X01A ACTIVE Jun/201212/1/2011Normal

X03B ACTIVE Jun/201212/1/2011Normal

X06A ACTIVE Jun/201212/1/2011Normal

X07A ACTIVE Jun/201212/1/2011Normal

X07B ACTIVE Jun/201212/1/2011Normal

XRAYINJWarning ACTIVE Jun/201212/1/2011N/A

XRayTunWarning ACTIVE Jun/201212/1/2011N/A
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Active - Interlock system and associated equipment is in use and functional. Inactive - Interlock system and associated equipment is not operating.
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X17A ACTIVE Jul/20121/11/2012Normal

X17B1 ACTIVE Jul/20121/11/2012Normal

X17B2 ACTIVE Jul/20121/11/2012Normal

X17C ACTIVE Jul/20121/11/2012Normal

X17TH ACTIVE Jul/20121/11/2012Normal

X09A ACTIVE Jul/20121/12/2012Normal

X10C ACTIVE Jul/20121/12/2012Normal

X13B ACTIVE Jul/20121/12/2012Normal

X14A ACTIVE Jul/20121/12/2012Normal

X17B3 ACTIVE Jul/20121/12/2012Normal

X18A ACTIVE Jul/20121/12/2012Normal

X18B ACTIVE Jul/20121/12/2012Normal

X10A ACTIVE Aug/20122/13/2012Normal

X10B ACTIVE Aug/20122/13/2012Normal

X11A ACTIVE Aug/20122/13/2012Normal

X20A ACTIVE Aug/20122/13/2012Normal

X22A ACTIVE Aug/20122/13/2012Normal

X22B ACTIVE Aug/20122/13/2012Normal

X22C ACTIVE Aug/20122/13/2012Normal

X24C ACTIVE Aug/20122/13/2012Normal

X26A ACTIVE Aug/20122/13/2012Normal

X27A ACTIVE Aug/20122/13/2012Normal

X27B ACTIVE Aug/20122/13/2012Normal

X27C ACTIVE Aug/20122/13/2012Normal

LINAC-II ACTIVE Sep/20123/15/2012Locked/Tagged

RIA-B ACTIVE Sep/20123/19/2012N/A

X02B ACTIVE Sep/20123/19/2012Normal

X03A ACTIVE Sep/20123/19/2012Normal

X06B ACTIVE Sep/20123/19/2012Normal

X08A ACTIVE Sep/20123/19/2012Normal

X11B ACTIVE Sep/20123/19/2012Normal

X12A ACTIVE Sep/20123/19/2012Normal

X12B ACTIVE Sep/20123/19/2012Normal

X12C ACTIVE Sep/20123/19/2012Normal

X29A ACTIVE Sep/20123/19/2012Normal
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Active - Interlock system and associated equipment is in use and functional. Inactive - Interlock system and associated equipment is not operating.


